
47151Federal Register / Vol. 67, No. 137 / Wednesday, July 17, 2002 / Rules and Regulations 

pipeline run or other transfer of oil from 
the container. 

(iv) High level sensors to generate and 
transmit an alarm signal to the computer 
where the facility is subject to a 
computer production control system. 

(d) Facility transfer operations, oil 
production facility. (1) Periodically and 
upon a regular schedule inspect all 
aboveground valves and piping 
associated with transfer operations for 
the general condition of flange joints, 
valve glands and bodies, drip pans, pipe 
supports, pumping well polish rod 
stuffing boxes, bleeder and gauge valves, 
and other such items. 

(2) Inspect saltwater (oil field brine) 
disposal facilities often, particularly 
following a sudden change in 
atmospheric temperature, to detect 
possible system upsets capable of 
causing a discharge. 

(3) Have a program of flowline 
maintenance to prevent discharges from 
each flowline.

§ 112.14 Spill Prevention, Control, and 
Countermeasure Plan requirements for 
onshore oil drilling and workover facilities. 

If you are the owner or operator of an 
onshore oil drilling and workover 
facility, you must: 

(a) Meet the general requirements 
listed under § 112.7, and also meet the 
specific discharge prevention and 
containment procedures listed under 
this section. 

(b) Position or locate mobile drilling 
or workover equipment so as to prevent 
a discharge as described in § 112.1(b). 

(c) Provide catchment basins or 
diversion structures to intercept and 
contain discharges of fuel, crude oil, or 
oily drilling fluids. 

(d) Install a blowout prevention (BOP) 
assembly and well control system before 
drilling below any casing string or 
during workover operations. The BOP 
assembly and well control system must 
be capable of controlling any well-head 
pressure that may be encountered while 
that BOP assembly and well control 
system are on the well.

§ 112.15 Spill Prevention, Control, and 
Countermeasure Plan requirements for 
offshore oil drilling, production, or 
workover facilities. 

If you are the owner or operator of an 
offshore oil drilling, production, or 
workover facility, you must: 

(a) Meet the general requirements 
listed under § 112.7, and also meet the 
specific discharge prevention and 
containment procedures listed under 
this section. 

(b) Use oil drainage collection 
equipment to prevent and control small 
oil discharges around pumps, glands, 
valves, flanges, expansion joints, hoses, 

drain lines, separators, treaters, tanks, 
and associated equipment. You must 
control and direct facility drains toward 
a central collection sump to prevent the 
facility from having a discharge as 
described in § 112.1(b). Where drains 
and sumps are not practicable, you must 
remove oil contained in collection 
equipment as often as necessary to 
prevent overflow. 

(c) For facilities employing a sump 
system, provide adequately sized sump 
and drains and make available a spare 
pump to remove liquid from the sump 
and assure that oil does not escape. You 
must employ a regularly scheduled 
preventive maintenance inspection and 
testing program to assure reliable 
operation of the liquid removal system 
and pump start-up device. Redundant 
automatic sump pumps and control 
devices may be required on some 
installations. 

(d) At facilities with areas where 
separators and treaters are equipped 
with dump valves which predominantly 
fail in the closed position and where 
pollution risk is high, specially equip 
the facility to prevent the discharge of 
oil. You must prevent the discharge of 
oil by: 

(1) Extending the flare line to a diked 
area if the separator is near shore; 

(2) Equipping the separator with a 
high liquid level sensor that will 
automatically shut in wells producing to 
the separator; or 

(3) Installing parallel redundant dump 
valves. 

(e) Equip atmospheric storage or surge 
containers with high liquid level 
sensing devices that activate an alarm or 
control the flow, or otherwise prevent 
discharges. 

(f) Equip pressure containers with 
high and low pressure sensing devices 
that activate an alarm or control the 
flow. 

(g) Equip containers with suitable 
corrosion protection. 

(h) Prepare and maintain at the 
facility a written procedure within the 
Plan for inspecting and testing pollution 
prevention equipment and systems. 

(i) Conduct testing and inspection of 
the pollution prevention equipment and 
systems at the facility on a scheduled 
periodic basis, commensurate with the 
complexity, conditions, and 
circumstances of the facility and any 
other appropriate regulations. You must 
use simulated discharges for testing and 
inspecting human and equipment 
pollution control and countermeasure 
systems. 

(j) Describe in detailed records surface 
and subsurface well shut-in valves and 
devices in use at the facility for each 
well sufficiently to determine their 

method of activation or control, such as 
pressure differential, change in fluid or 
flow conditions, combination of 
pressure and flow, manual or remote 
control mechanisms. 

(k) Install a BOP assembly and well 
control system during workover 
operations and before drilling below any 
casing string. The BOP assembly and 
well control system must be capable of 
controlling any well-head pressure that 
may be encountered while that BOP 
assembly and well control system are on 
the well. 

(l) Equip all manifolds (headers) with 
check valves on individual flowlines. 

(m) Equip the flowline with a high 
pressure sensing device and shut-in 
valve at the wellhead if the shut-in well 
pressure is greater than the working 
pressure of the flowline and manifold 
valves up to and including the header 
valves. Alternatively you may provide a 
pressure relief system for flowlines. 

(n) Protect all piping appurtenant to 
the facility from corrosion, such as with 
protective coatings or cathodic 
protection. 

(o) Adequately protect sub-marine 
piping appurtenant to the facility 
against environmental stresses and other 
activities such as fishing operations. 

(p) Maintain sub-marine piping 
appurtenant to the facility in good 
operating condition at all times. You 
must periodically and according to a 
schedule inspect or test such piping for 
failures. You must document and keep 
a record of such inspections or tests at 
the facility.

5. Part 112 is amended by designating 
§§ 112.20 and 112.21 as subpart D, and 
adding a subpart heading as follows:

Subpart D—Response Requirements 

Sec.
112.20 Facility response plans. 
112.21 Facility response training and drills/

exercises.

Subpart D—Response Requirements 

6. Section 112.20 is amended by 
revising the first sentence of paragraph 
(h) to read as follows:

§ 112.20 Facility response plans.

* * * * *
(h) A response plan shall follow the 

format of the model facility-specific 
response plan included in Appendix F 
to this part, unless you have prepared 
an equivalent response plan acceptable 
to the Regional Administrator to meet 
State or other Federal requirements. * * 
*
* * * * *
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